ARCS Instrument Replacement Form

bFill out the following form when replacing instruments at an ARCS site:

System: GNDRAD

Site: Manus (ARCS1)

OLD Configuration

Part Number Serial Location Configuration Change Change Date Time Start Time End
Number Version Item 14 Item 15 UTC UTC UTC
3200 038 Gndrad n/a n/a 2 Aug 2004 0303 0700
WwD25944
NEW Configuration
Part Number Serial Location Configuration Change Change Copy Config. Save to Update
Number Version Item 14 Item 15 Logger to PC EPROM(E) Version #
CR23X 5960 Gndrad n/a n/a n/a YES n/a n/a

Replacement completed by: Rex Pearson , Troy Culgan

NOTES:
Old Part remains on site as spare: Yes

Old part packed for shipment to:__ SGP when requested

Other old part disposition (explain):

Other NOTES: Zeno logger replacement with Campbell logger CR23X
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